Régie
du bitiment

QUébeC 4

Dicection de I'inspection des appareils sous pression

March 11, 2016

Mrs. Catherine Diplock

FRESSURE VESSEL ENGINEERING LTD
120 RANDAL DR., SUITEB

WATERLOO ONTARIO

CANADA N2V 1C8

Type of device: VALVES SERIES 20, 30, 50, 70

Manufacturer: - PETER PAUL ELECTRONICS CO. INC.
480 JOHN DOWNEY DR
NEW BRITAIN CT
USA 06051

Dear Madam,

According to our law respecting pressure vessels, your design has been reviewed and
registered as foliows:

CRN N°; 0C18118.56
Reference No.: 956811 / PVE-9350

Main Design No.: VALVE SERIES20,30,50 & 70 W/BODY TYPES: 2WNC, 2WNO & 3W

Note: If the CRN is a five digit number following the letter and start with a 0, the 0 is not
considered to be an integral part of the CRN.

Yours truly,

Gilles Bonnier

Inspecteur autorisé (e)
Direction de linspection de la fabrication
d’'appareils sous pression

Kontréal

545, boul. Crémazie Est, 7¢
éfage

Montréal (Québed) H2M 2V2
Téléphone : (514) 864-8480
Télécopieur: (514) 873-9929




Regle
du bitiment

Québec rarn
Statutory Declaration Registration of Fittings

{a) Design Qualification

| Mark Mangiafico
(Narme of applicant)

President
(Position eg, president, plant manager, chief eng.)

of Peter Paul Electronics Co,. Inc.

{name of company)

locatedat 480 John Downey Dr, New Britain, CT 06051
(plant address)

do sotemnly declare that the fitlings fisted hereunder, which are subject to the Boilers & Pressure Vessels Act:

] comply with all the requirements of the ANSYASME codes as to their dimensions, material, identification & service for which are
required:
Or

K are not covered by the provisions of the ANSI/ASME codes, and are therefore constructed to comply with ASME B31.3

2014 Edition code and standard, and are designed to the best current engineering practice, as shown by the supporting test
data.

(b) Quality control of Manufacture

| further declare the manufacture of these fittings is controlled by a quality control program which complies with the requirements of
1SO9001: 2008, and has been verified by the following authority or authorized agency QAS [nternational.

The fittings” covered by this declaration, for which | seek registration, are “‘C”

In support of the application, the following information, calculations and/for test data are attached:

Drawings: 20-30495, 20-30494, 20-30496, 30-30100, 30-30099, 30-30101, 50-30468, 50-30467, 50
/30469, 70-30169, 70-30168, 70-30170. Calculations, Test Reports

Declared before me at 0@ fri /cw. '~ MARLENE MICHAUD
cf . . Notary Public
In the of ) ﬁ; e of (onnpetice 7 My Commission Expires MARCH 31, 2017

The /4T dayof ,  Jeflerber ~ . N AD 2015

¥ VA (commissioner for oaths] 4 / Signature of Declarer’

For Official Use Only

The application is accepted for registration in Category ‘CL in accordance with the Boilers and Pressure Vessels Act
and CSA Standard B51.

This registration must be revalidated after ten (10) years from the date of acceptance.
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1 Three compleled copled of Statutory Declaration form together with three copies of Catalogs, drawings of Bulletins iliusirating above fittings shall be submitted.
> All filtings are required to be registered in the name of the Manufacturer.
3 This form shall be complefed and signed by the president of highest official in the manufacluring plan where the fitfing is produiced.
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